
Wastewater Discharge Monitoring Long Report

Facility Name: FOND DU LAC WATER POLLUTION CONTROL PLANT
Contact Address: 700 Doty St

Fond Du Lac, WI  54936
Facility Contact: Jeremy Cramer, Chief Operator
Phone Number: (920) 322-3662
Reporting Period: 02/01/2016 - 02/29/2016
Form Due Date: 03/21/2016
Permit Number: 0023990

For DNR Use Only

Date Received:
DOC: 357152
FIN: 7290
FID: 420004860
Region: Northeast Region
Permit Drafter: Richard P Sachs
Reviewer: Mark F. Stanek
Office: Oshkosh

Sample Point 703 703 703 703 703
Description Influent Influent Influent Influent Influent

Parameter 211 66 457 87 133
Description Flow Rate BOD5, Total Suspended Solids,

Total
Cadmium, Total

Recoverable
Chromium, Total

Recoverable

Units MGD mg/L mg/L ug/L ug/L
Sample Type CONTINUOUS 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP

Frequency DAILY DAILY DAILY MONTHLY MONTHLY
Sample Results Day 1 7.034 245 178 <0.1 12.0

2 6.877 260 170
3 8.140 251 140
4 7.250 247 156
5 7.280 283 172
6 6.420 244 188
7 7.482 218 174
8 7.211 253 180
9 7.470 197 160

10 7.308 226 179
11 6.941 244 162
12 6.661 354 198
13 5.990 208 196
14 6.005 203 180
15 6.183 271 182
16 6.154 314 221
17 6.055 245 186
18 5.823 228 192
19 9.599 275 254
20 13.277 179 158
21 11.290 129 99
22 10.453 152 111
23 9.496 247 131
24 9.078 241 138
25 8.431 154 130
26 8.453 190 164
27 9.304 130 136
28 11.676 112 120
29 11.396 151 110
30
31
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Sample Point 703 703 703 703 703
Description Influent Influent Influent Influent Influent

Parameter 211 66 457 87 133
Description Flow Rate BOD5, Total Suspended Solids,

Total
Cadmium, Total

Recoverable
Chromium, Total

Recoverable

Units MGD mg/L mg/L ug/L ug/L

Monthly
Avg

8.09437931 222.448275862 164.310344828 0 12

Daily Max 13.277 354 254 <0.1 12

Daily Max -
Variable
Daily Min 5.823 112 99 <0.1 12

Week 1
Avg

Week 2
Avg

Week 3
Avg

Week 4
Avg

Summary
Values

Monthly
Avg

Daily Max

Daily Max -
Variable
Daily Min

Weekly
Avg

Limit(s) in
Effect

QA/QC
Information

LOD 0.1 0.2

LOQ 0.3 0.7

QC
Exceedance

N Y N N N

Lab
Certification

420004860 420004860 445023150 445023150
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Sample Point 703 703 703 703 003
Description Influent Influent Influent Influent Effluent

Parameter 147 264 315 553 66
Description Copper, Total

Recoverable
Lead, Total

Recoverable
Nickel, Total
Recoverable

Zinc, Total
Recoverable

BOD5, Total

Units ug/L ug/L ug/L ug/L mg/L
Sample Type 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP

Frequency MONTHLY MONTHLY MONTHLY MONTHLY DAILY
Sample Results Day 1 67.0 1.8 22.0 89.0 7

2 9
3 13
4 14
5 17
6 8
7 6
8 6
9 7

10 14
11 15
12 11
13 10
14 6
15 8
16 13
17 11
18 6
19 7
20 6
21 8
22 10
23 17
24 13
25 9
26 8
27 7
28 7
29 11
30
31
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Sample Point 703 703 703 703 003
Description Influent Influent Influent Influent Effluent

Parameter 147 264 315 553 66
Description Copper, Total

Recoverable
Lead, Total

Recoverable
Nickel, Total
Recoverable

Zinc, Total
Recoverable

BOD5, Total

Units ug/L ug/L ug/L ug/L mg/L

Monthly
Avg

67 1.8 22 89 9.793103448

Daily Max 67 1.8 22 89 17

Daily Max -
Variable
Daily Min 67 1.8 22 89 6

Week 1
Avg

10.571428571

Week 2
Avg

9.857142857

Week 3
Avg

8.428571429

Week 4
Avg

10.142857143

Summary
Values

Monthly
Avg

30 0

Daily Max

Daily Max -
Variable
Daily Min

Weekly
Avg

45 0

Limit(s) in
Effect

QA/QC
Information

LOD 3.5 0.8 1.2 10

LOQ 12 2.6 4 33

QC
Exceedance

N N N N Y

Lab
Certification

445023150 445023150 445023150 445023150 420004860
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Sample Point 003 003 003 003 003
Description Effluent Effluent Effluent Effluent Effluent

Parameter 457 377 388 320 789
Description Suspended Solids,

Total
pH Field Phosphorus, Total Nitrogen, Ammonia

Variable Limit
Nitrogen, Ammonia

(NH3-N) Total

Units mg/L mg/L mg/L mg/L mg/L
Sample Type 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP SEE TABLE 24 HR FLOW PROP

Frequency DAILY DAILY DAILY DAILY DAILY
Sample Results Day 1 4.8 7.2 0.31 0.03

2 4.5 7.4 0.48 0.50
3 5.5 7.2 0.72 2.41
4 5.4 7.1 0.97 4.66
5 7.8 7.1 0.75 6.36
6 5.5 7.0 0.56 1.36
7 3.6 7.5 0.61 0.12
8 5.3 7.4 1.55 0.18
9 6.7 7.0 0.54 0.42

10 5.9 7.1 0.51 2.56
11 6.7 7.2 0.86 3.67
12 6.6 7.0 0.84 2.60
13 7.1 7.2 0.86 2.13
14 5.2 7.0 0.84 0.09
15 4.4 7.3 0.35 0.32
16 6.2 7.0 0.76 1.12
17 6.7 7.2 0.69 1.29
18 5.6 7.2 0.83 0.20
19 9.4 7.1 0.96 0.41
20 9.4 7.0 0.74 0.05
21 7.0 7.0 0.72 <0.02
22 6.4 7.1 0.79 0.60
23 8.2 6.9 0.87 1.77
24 7.8 7.1 0.81 1.76
25 8.3 7.2 0.65 0.31
26 7.9 7.1 0.84 0.45
27 7.1 7.1 0.81 0.08
28 11.2 7.3 0.89 0.03
29 5.0 7.4 0.89 0.51
30
31
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Sample Point 003 003 003 003 003
Description Effluent Effluent Effluent Effluent Effluent

Parameter 457 377 388 320 789
Description Suspended Solids,

Total
pH Field Phosphorus, Total Nitrogen, Ammonia

Variable Limit
Nitrogen, Ammonia

(NH3-N) Total

Units mg/L mg/L mg/L mg/L mg/L

Monthly
Avg

6.593103448 7.151724138 0.75862069 1.241034483

Daily Max 11.2 7.5 1.55 6.36

Daily Max -
Variable

6.36

Daily Min 3.6 6.9 0.31 <0.02

Week 1
Avg

5.3

Week 2
Avg

6.214285714

Week 3
Avg

6.957142857

Week 4
Avg

8.128571429

Summary
Values

Monthly
Avg

30 0 1 0 22 0

Daily Max 9 0

Daily Max -
Variable

0 0

Daily Min 6 0

Weekly
Avg

45 0

Limit(s) in
Effect

QA/QC
Information

LOD 0.01 0.02

LOQ 0.03 0.06

QC
Exceedance

N N N N N

Lab
Certification

420004860 420004860 420004860
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Sample Point 003 003 003 003 003
Description Effluent Effluent Effluent Effluent Effluent

Parameter 87 133 147 264 315
Description Cadmium, Total

Recoverable
Chromium, Total

Recoverable
Copper, Total
Recoverable

Lead, Total
Recoverable

Nickel, Total
Recoverable

Units ug/L ug/L ug/L ug/L ug/L
Sample Type 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP 24 HR FLOW PROP

Frequency MONTHLY MONTHLY MONTHLY MONTHLY MONTHLY
Sample Results Day 1 <0.1000 1.5000 9.1000 <0.8000 5.3000

2
3
4
5
6
7
8
9

10
11
12
13
14
15
16
17
18
19
20
21
22
23
24
25
26
27
28
29
30
31
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Sample Point 003 003 003 003 003
Description Effluent Effluent Effluent Effluent Effluent

Parameter 87 133 147 264 315
Description Cadmium, Total

Recoverable
Chromium, Total

Recoverable
Copper, Total
Recoverable

Lead, Total
Recoverable

Nickel, Total
Recoverable

Units ug/L ug/L ug/L ug/L ug/L

Monthly
Avg

0 1.5 9.1 0 5.3

Daily Max <0.1 1.5 9.1 <0.8 5.3

Daily Max -
Variable
Daily Min <0.1 1.5 9.1 <0.8 5.3

Week 1
Avg

Week 2
Avg

Week 3
Avg

Week 4
Avg

Summary
Values

Monthly
Avg

Daily Max

Daily Max -
Variable
Daily Min

Weekly
Avg

Limit(s) in
Effect

QA/QC
Information

LOD 0.1 0.2 0.7 0.8 0.6

LOQ 0.33 0.66 2.3 2.6 2

QC
Exceedance

Lab
Certification

445023150 445023150 445023150 445023150 445023150
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Sample Point 003 199
Description Effluent In-Plant Blending

Parameter 553 211
Description Zinc, Total

Recoverable
Flow Rate

Units ug/L MGD
Sample Type 24 HR FLOW PROP CALCULATED

Frequency MONTHLY DAILY
Sample Results Day 1 27.0000 0.00

2 0.00
3 0.00
4 0.00
5 0.00
6 0.00
7 0.00
8 0.00
9 0.00

10 0.00
11 0.00
12 0.00
13 0.00
14 0.00
15 0.00
16 0.00
17 0.00
18 0.00
19 0.00
20 0.00
21 0.00
22 0.00
23 0.00
24 0.00
25 0.00
26 0.00
27 0.00
28 0.00
29 0.00
30
31
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Sample Point 003 199
Description Effluent In-Plant Blending

Parameter 553 211
Description Zinc, Total

Recoverable
Flow Rate

Units ug/L MGD

Monthly
Avg

27 0

Daily Max 27 0

Daily Max -
Variable
Daily Min 27 0

Week 1
Avg

Week 2
Avg

Week 3
Avg

Week 4
Avg

Summary
Values

Monthly
Avg

Daily Max

Daily Max -
Variable
Daily Min

Weekly
Avg

Limit(s) in
Effect

QA/QC
Information

LOD 10

LOQ 33

QC
Exceedance

Lab
Certification

445023150
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Footnotes (DNR Use Only; Instructions for completing this form that are unique for your facility may be displayed here.)

1. See permit for variable limit.
2. Variable limit should be left blank when there is no limit to report.
3. Compare table value with discharge value and report exceedances in the box to the right of the zero limit.

General Remarks

The reported influent flow for 2/8/16 is the average of the first seven days of the month. Because of SCADA upgrades, we
were unable to obtain an actual flow for that day.

The 2/26 influent sample used for set up of BOD and TSS was preserved. When the sample was split for the day, only a
preserved sample was saved in error. The results obtained were very close to normal influent BOD and TSS results.

Laboratory Quality Control Comments

1. The BOD blank analyzed on 2/7/16 failed at 3.23 mg/L. The influent and effluent samples associated with this BOD blank
were from 2/5. The next blank analyzed on 2/9 passed.

2. The GGA analyzed on 2/18/16 failed at 130.10 mg/L. The influent and effluent samples associated with this GGA were
from 2/17. The next GGA analyzed on 2/25 passed.

3. The BOD blank analyzed on 2/24/16 failed at 1.63 mg/L. The influent and effluent samples associated with this BOD
blank were from 2/22. The second blank analyzed on 2/24 passed.

Submitted by stevenspointecmar3 on 03/08/2016 2:19:24 PM
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